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Montageanleitung
Mounting instructions
Instructions de montage
Monteringsinstruktion
Montage-handleiding
Istruzioni di montaggio
Asennusohje
Instrucciones de montaje
Monteringsvejledning
Instrukcja montazu
Montazni navod
Szerelési utmutato
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Stellantriebe
Actuators
Servomoteur
Stélldon
Servomotoren
Servocomandi
Toimimoottorit
Actuadores
Motorer
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Pohony
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SSC319 Y2 = AC 230 V, 3-position
Q % Y2@

<
0.5Nm 4 (% Y1 = AC 230 V, 3-position
N|@ a895714a N = AC 230V, neutral
SSC819

Y2 =AC 24V, 3-position

ZZ)
(% Y1 = AC 24 V, 3-position

\El_'f 05215 G = AC 24V, system potential (SP)

SSC619 Y =DCO0..10V, < 0,1 mA
Y@

i G (% G = AC/DC 24 V, system potential (SP)

g Gq@IJ ssosz16a 30 = AC/DC 24V, system neutral (SN)
Hubkalibration Slagleengdekalibrering SSC619 Pow

9 Stroke calibration Kalibracja skoku i e

Calibrage de la course Kalibrace zdvihu 100 %- g
Lyfthojdskalibrering Lbéketbeallitas
Slagcalibratie Alapopewon diadpoung eppoéiou
Calibrazione corsa kannmbposka xoga A3

0 O/D

Iskunpituuden kalibrointi TERE
Calibracion de la carrera

Neue Hubkalibration S$SC619
1 0 New stroke calibration

Nouveau calibrage de la course

Ny lyfthéjdskalibrering

Nieuwe slagcalibratie

Nuova calibrazione della corsa

Uusi iskunpituuden kalibrointi

Nueva calibracion de la carrera

Ny slagleengdekalibrering

Nowa kalibracja skoku

Nova kalibrace zdvihu

Uj l6ketbeallitas

Nea diaudpewan diadpoung eupoAou

HoBas kannbpoBka xoaa
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