SIEMENS

Montageanleitung
Mounting instructions
Instructions de montage
Monteringsinstruktion
Montage-handleiding
Istruzioni di montaggio
Asennusohje
Instrucciones de montaje
Monteringsvejledning
Instrukcja montazu
Montazni navod
Szerelési utmutato
Odnyieg eykatdoTaong
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Ventile PN16
Valves PN16
Vannes PN16
Ventiler PN16
Afsluiters PN16
Valvole PN16
Venttiilit PN16
Valvulas PN16
Ventiler PN16
Zawory PN16
Ventily PN16
Szelepek PN16
Bdaveg PN16
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['] [mm] [mm] [mm] [mm] [mm] [mm] [ka]
VVP47.10-0.25S...1.6S 10 GY%B 15.2 46 ~ 49 60 30 19 0.32
VVP47.15-2.5S 15 W 11/8 - 14 22.2 46 ~ 49 65 32.5 19 0.34
—r> DN G d H1 H2 L1 L2 L3
ADKlAB
B ['] [mm] [mm] [mm] [mm] [mm] [mm] [ka]
VXP47.10-0.25S...1.6S 10 GY%:B 15.2 46 ~ 49 60 30 30 0.32
VXP47.15-2.5S 15 W 11/8 - 14 22.2 46 ~ 49 65 325 325 0.37
—r> DN G d H1 H2 K L1 L2
A >é<l AB
[ [ (mm] | [mm] | [mm] | [mm] | [mm] | [mm] ka]
VMP47.10-0.25S...1.6S 10 GY%B 15.2 46 ~ 49 40 60 30 0.40
VMP47.15-2.5S 15 W 11/8 - 14 22.2 46 ~ 49 40 65 325 0.48
DN G CONEX D

[l [mm]

VVP47.10-0.25S ... 1.6S

4850207

VXP47.10-0.25S ... 1.6S 10 G% Conex 63 15

VMP47.10-0.25S ... 1.6S

VVP47.15-2.5S
VXP47.15-2.5S 15 W 11/8 - 14 Conex 65 22
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